02600D - UTILITY PIPING MATERIALS

A. Manholes and Covers: Covers shall be heavy duty ductile iron, 36” minimum diameter.

B. Steam and chilled water piping shall be run in utility tunnel unless otherwise approved by University Project Manager.

C. Direct buried steam and condensate lines shall be in an epoxy coated and cathodic protected carrier pipe.


END