15300D - FIRE PROTECTION OF PARKING GARAGES

A. Provide dry pipe fire protection system for all untreated parking garages. Stand pipes and sprinklers shall be designed to comply with NFPA standards and governing codes.

B. Dry pipe sprinklers shall be upright with a main drain and inspector test station on each floor, adjacent to stand pipe serving sprinkler system.

C. Dry pipe systems shall be equipped with high and low air pressure switches wired to the fire alarm system.

D. *Omega sprinkler heads manufactured by Central Fireproofing are not acceptable.*

E. *System trouble, tamper and flow alarms shall signal to the UC Central Dispatch.*

END