SECTION 15530D - REFRIGERANT PIPING

A. SECTION INCLUDES

1. Refrigerant piping used for direct expansion air-conditioning systems

B. DESIGN CRITERIA

1. Limit the separation between evaporator and condenser to no more than 50 ft., for standard split system air-conditioning systems.

END