The following information shall be included in specifications prepared for use on all University of Cincinnati construction and renovation projects. This information is supplemental and not intended to be a complete specification.

GENERAL STANDARDS
(No Standards for this Section)

PRODUCT STANDARDS

Product Requirements
Disconnect switches shall be heavy-duty type.
Switches that serve loads requiring neutral conductor shall have neutral routed through switch.
Fusible switches shall be equipped with rejection-type fuse clips.
Switches serving motor loads shall be horsepower-rated.

EXECUTION STANDARDS

Construction & Installation
Fusible switches shall have fuse identification label mounted to inside cover of switch door.

--- END OF SECTION ---